The 5alamandcr Range
Model 1701 eco

Installing the Salamander Range into a Cabin or Tiny Home

Typical arrangement when installing a
Salamander Range into a wooden building
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Twin wall
Flue

Combustible material
Minimum 50mm
from Twinwall Flue

\ Twinwall typically

extends 425mm
into room

Minimum 150mm

(1.5 x Diam of Single ~—
wall flue)

Shielding

(EG 25mm
/ vermiculite)

A Minimum of

2500 sg mm

(50mm x 50mm) Min 12mm
of / air gap

permanently open

vents into the room

i Optional

Direct Air
/ Supply
J Hearth

/ Non-combustible at

least 12mm thick

Hearth extends at least  350mm
225mm infront of Clearance to
firebox opening rear of Range

275mm
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side of Range
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